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Addendum No. 1 

September 21, 2018 

 

Project: Union Center Rural Facility 

 Union Center, SD 

 Project #2757 

 

Architect: Architecture Incorporated  

   

Letting: September 6, 2018 

 2:00 p.m. MT 

 Williams Administrative Building conference room 

 1230 Douglas Street, Sturgis SD 

 

Scope of this Addendum: 

 

To all bidders and all others to whom drawings and specifications have been issued by Architecture 

Incorporated. 

 

Acknowledge receipt of this addendum by listing its number and date in the bidders Form of Proposal.  

Failure to do so may subject bidder to disqualification.  This Addendum forms a part of the Contract 

Documents.  It modifies them as follows:  

 

GENERAL ITEMS: 

 

1) SECTION 012100 – ALLOWANCES 
 

a) Paragraph 3.3 C –Add the following: Allowance for Modular Brick. Allowance shall include 

brick delivered to the project site: Include and Allowance of $630.80 per thousand for modular-

sized exterior veneer face brick as specified in Section 04200 “Unit Masonry Assemblies.” 

  

2) SECTION 042000 – UNIT MASONRY ASSEMBLIES 
 

a) Paragraph 2.3 B.3: Revise size to [Modular] 3-1/2 to 3-5/8 inches (89 to 92 mm) wide by 2-1/4 

to 2-3/8 inches (57 to 60 mm) high by 7-1/2 to 7-5/8 inches (190 to 193 mm) long. 

b) Paragraph 3.3 B.: Revise brick bond pattern to [1/2 running bond] 
 

3) SECTION 084113 – ALUMINUM-FRAMED ENTRANCES AND STOREFRONTS 

 

a) Paragraph 2.9 A.:  Delete High-Performance Organic finish.  Aluminum finish shall be Class I 

Anodic; Dark Bronze. 

 

4) SECTION 088000 – GLAZING 

 

a) Paragraph 2.9 B. 1.:  Delete “Tinted” glass.  This IGU to be clear Low-E. 

b) Paragraph 2.10 A.:  Add Gray tint  at outdoor Lite.   This IGU to be Tinted Insulating Laminated. 

 

5) SECTION 096513 – RESILIENT BASE AND ACCESSORIES 

 

a) Paragraph 2.1 F; .:  Delete “Pre-formed corners”.  Corners to be job-formed. 
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6) SECTION 096519 – RESILIENT TILE FLOORING 

 

a) Paragraph 3.3 H.:  Delete last sentence regarding floating floor installation.  All installation to be 

adhesive. 

 

 

7) SECTION 105113 – METAL LOCKERS 

 

a) Paragraph 2.2 I.:  Delete paragraph – lockers will not have locks. 

 

8) DRAWING 4.20 – FINISH & FURNITURE PLANS 

 

a) Room Finish Schedule – Delete Ceramic tile CT finish from walls of Rooms 119, 121.  Wall 

finishes to be as follows: 

i) Room 119:  PT Paint; FRP pnaels on north & west walls as noted on Sheet 4.40. 

ii) Room 121:  PT Paint. 

b) Room 118 Toilet:  Wall finishes change to CT/HPC. 

c) Room 121 Server: ACT to be removed; Open to Above. 

 

9) DRAWING 4.30 – DOOR SCHEDULE & PLAN DETAILS 
 

a) DOOR SCHEDULE:  Delete Column describing sidelite glass. See Revised Frame Tkype and 

Glazing legend. 

b) GLASS TYPES LEGEND has been added to sheet. 
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c) FRAME TYPES Legend has been revised to indicate typical glazing types at all sidelites. 

 
 

10) DRAWING 4.40 – ENLARGED FLOOR PLANS 

 

a) General Notes – Enlarged Plan, Note B. – Clarification: All ceramic tile wall finish to be 5’ high 

wainscot.   There are no full- height ceramic tile walls. 

 

11) DRAWING 5.10 – EXTERIOR ELEVATIONS 

 

a) Elevation – ALUM FRAME, 1/5.10. – Glass types have been revised for an exterior, insulated 

storefront entrance. 

    
 

b) Elevation – ALUM FRAME, 2/5.10. – Glass types have been revised for an exterior, insulated 

storefront unit. 
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c) Elevation – ALUM FRAME, Note 3. – Glass types have been revised for an exterior, insulated 

storefront entrance. 

  

 

d) Elevation – ALUM FRAME, 4/5.10. – Glass types have been revised for an interior, uninsulated 

storefront entrance. 

e) GLASS TYPES LEGEND has been revised to note manufacturer to verify glazing types per 

code. 

 

GENERAL APPROVALS: 

The following material or equipment furnished by the manufacturer's listed, may be substituted as 

equivalent providing that each item, material, and piece of equipment conforms to the design and 

requirement of the specifications. 

 

SECTION  ITEM  MANUFACTURER 

105113   Metal Lockers     Olympus 

102113   Toilet Compartments    PolyLite 

123216   Plastic Laminate Casework   Creative Surfaces 

  

STRUCTURAL ITEMS:  See attached Albertson Engineering Structural Addendum #1. 

 

MECHANICAL ITEMS:  No items. 

 

ELECTRICAL ITEMS:  See attached Skyline Engineering Electrical Addendum #1. 

 

CIVIL ITEMS: 

 

1) SANITARY SEWER DESIGN REPORT   
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a) The Sanitary Sewer Design Report has been re-issued to reflect the allowed omission of a dosing 

chamger.  Revised report dated 8-14-2018 is attached. 

 

b) SD DENR  Approval Letter:  South Dakota Department of Environment and Natural Resources 

letter of review and approval is attached. 

 

2) DRAWING 2.31 – SANITARY SEWER LAYOUT 

 

a) The Sanitary sewer layout has been revised to reflect the deletion of the dosing chamber.  

Revised drawing sheet 2.31 is attached. 

 

 

END OF ADDENDUM 



Albertson Engineering Inc. 

3202 W. Main, Suite C  

Rapid City, SD 57702    

605-343-9606 

605-341-7395 fax  

 

  

A l b er t s on  En gi n e er i n g  I n c .   

 
ADDENDUM No. 1 – STRUCTURAL ITEMS 
 
PROJECT:  Union Center Rural Facility 

AEI #2018-169 
 
DATE:   August 21, 2018 
 
 

REMARKS: 

Please note the following structural addendum items for Addendum No. 3 as follows: 
 

Sheet 3.21 – Storage & Vestibule Ceiling Framing Plan: 

1. Change:  Change the top of concrete of the top slab over the storage room to Elev. 8’-8”.  
Provide a mechanical opening within the slab as shown below. 

 
 

  



Union Center Rural Facility  August 21, 2018 

Structural Addendum No. 1 Items  Page 2 of 2 

 

A l b er t s on  En gi n e er i n g  I n c .   

Sincerely,  
Albertson Engineering, Inc. 
 
 
 
David Leppert, P.E. 
Senior Engineer 

 

Cc:  File 



 

615 12
th
 Street   Rapid City, SD 57701   Tel.: 605-737-3800   FAX: 605-737-3859 

 

 

 

Attn:  Jordan Burbach 

Architecture Inc.  

815 Saint Joseph Street, Suite 203 

Rapid City, SD  57701 

 

Project Name: Union Center Elementary School 

Skyline Project Number: 18008 

Addendum Number:   1 

Date:   8-20-18 

 

 

ADDENDUM NO.  1 - ELECTRICAL 

This Addendum shall be considered as much a part of the Contract documents as though it had been 

issued with the original Documents as issued and written therein, in Division and Section.  The bidder 

shall note receipt and make acknowledgment of this Addendum on his bid form, incorporating its 

provisions in his bid. 

 

1) Specifications Revisions:  None 

 

2) Drawing Revisions: 

a) Sheet E9.02 

i) Refer to Sketch.  

(1) Remove WM2 fixture at NW corner of building. 

(2) Review South WM2 to WM2E. 

b) Sheet E9.11 

i) Occupancy sensors typed on the plan as CM2 shall be revised to CM3. 

ii) Clarification – exterior wall-mounted light fixtures indicates on the site plan, E001 are the 

same ones indicated/wired on sheet E9.11. 

c) Sheet E9.40 

i) Refer to Sketch.  Add fixture type WM2. 

 

3) Acceptable Equivalents:  None submitted to date. 

 

See Sketches ESK1-1, ESK1-2. 

 

END OF ELECTRICAL ADDENDUM #1 

 














